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Installation of suction fitting on bypass valve, serie F1



IMPORTANT !
Always tighten the pressure 
connectors (50 ± 10 Nm) 
before tightening the 
cap screws (20–25 Nm)

IMPORTANT !
Always tighten the pressure 
connectors (50 ± 10 Nm) 
before tightening the 
cap screws (20–25 Nm)
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Installation of suction fitting on bypass valve, serie F2


